The following revisions and/or clarifications are to be made to the Request for Proposals for “Police Memorial and North Cove Marina Electrical Vault Resilience Project Construction Services.”

Clarifications / Revisions:

1. Architectural drawings A103 and A301 are hereby revised and attached. The notation referencing “cedar glulam girders” has been revised reflect “3 ½” x 7” glulam girders.”

By signing the line below, I am acknowledging that all pages of Addendum #4 have been received, reviewed and understood, and will be incorporated into the bid price submitted. This document must be attached to the Proposal for consideration.

Print Name ___________________________  Signature ___________________  Date ___________

Number of pages received: _____________ <fill in>
GRADE BEAM ON PILES

STANDING SEAM METAL ROOF; 1 3/4" VERTICAL SEAM, 18" PANELS

3/8" = 1'-0"1 Top of Wall

3/8" = 1'-0"2 Plan at Vault Floors

(2) 2" X 6" NOMINAL BEAM WITH 1 1/2" CONTINUOUS STEEL FLITCH PLATE
(SEE S-DRAWINGS FOR DETAILS)

3 1/2" X 7" GLULAM GIRDER TYP.

LINE OF CLERESTORY GLASS

WEST VAULT

EAST VAULT

PILES BEYOND

FLOOR SLAB

FLOOR SLAB

(ABOVE)

(ABOVE)

(ABOVE)

(ABOVE)

(ABOVE)

STANDING SEAM METAL ROOF; 1 3/4" VERTICAL SEAM, 18" PANELS

FLOOR SLAB

FLOOR SLAB

A-103.00